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ROOM FINISH SCHEDULE
ROOM

NUMBER

ROOM NAME

FLOOR

WALLS

CEILING / TRIM

NOTESBASE NORTH SOUTH EAST WEST

MATL FINISH MATL HEIGHT MATL FINISH MATL FINISH MATL FINISH MATL FINISH MATL FINISH HEIGHT

101 VALVE ROOM CONC P-17 N/A N/A CMU P-109 CMU P-109 CMU P-109 CMU P-109 GYP BD P-115 11'-4"

102 GENERATOR ROOM CONC P-17 N/A N/A CMU P-109 CMU P-109 CMU P-109 CMU P-109 GYP BD P-115 11'-4"

CONTINUE CEILING FINISH

INSIDE LIGHT WELL, UP TO

DORMER WINDOW

DOOR AND FRAME SCHEDULE
DOOR FRAME

FIRE

RATING

LABEL

HARDWARE

NOTES

MARK TYPE

SIZE

MATL GLAZING

LOUVER

TYPE DEPTH MATL EL

DETAIL

WIDTH HEIGHT THK WIDTH HEIGHT HEAD JAMB SILL

SET

NO

KEYSIDE

RM NO

1 E 3'-0" 7'-0" 1-3/4" HM N/A N/A N/A F1 5-3/4" HM 7'-4" 1 2 3 N/A 2 EXT

2 E PAIR 3'-0" 7'-0" 1-3/4" HM N/A N/A N/A F1 5-3/4" HM 7'-4" 1 2 3 N/A 1 EXT

WINDOW SCHEDULE
MARK ROUGH OPENING HEAD

HEIGHT

STYLE MATL FRAME DETAILS GLAZING NOTES

WIDTH HEIGHT DEPTH WIDTH HEAD JAMB SILL

A 4'-0" 4'-0" 7'-4" FIXED ALUM 6" 2" 4 5 6 ITG

EXTERIOR FINISH SCHEDULE
COMPONENT MATERIAL FINISH COLOR

SHINGLES ASPHALT N/A CHARCOAL

LAP SIDING FIBER CEMENT FF AUTUMN TAN

DORMER TRIM FIBER CEMENT FF WHITE

DORMER WINDOW ALUMINUM FF WHITE

FASCIA ALUMINUM FF WHITE

SOFFIT ALUMINUM FF WHITE

GUTTERS AND DOWNSPOUTS ALUMINUM FF WHITE

DOOR HOLLOW METAL P-6 MATCH SIDING

FRAME HOLLOW METAL P-6 WHITE

WINDOW ALUMINUM A-1 WHITE

LOUVER ALUMINUM A-1 BY OWNER

FACE BRICK CLAY BRICK VELOUR SEE SPECS
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PIPE SCHEDULE

SERVICE LEGEND

SIZE

(INCHES)

SPECIFICATION

SECTION

(SEE NOTE 2)

MATERIAL

(SEE NOTE 3)

INSTALLATION

TEST PRESSURE

AND TYPE

(PSIG, X)

(SEE NOTE 4)

MAX OPERATING

PRESSURE (PSIG)

MAX OPERATING

TEMPERATURE

(°FAHRENHEIT)

COLOR CODE REMARKS

DRAIN D ALL 15030 PVC EXPOSED / BURIED 5, H ATM 75 GRAY (SW4031)

DESIEL FUEL ALL 15008 STL EXPOSED 25, P 10 100 SAFETY YELLOW (SW4084)

ENGINE EXHAUST ALL 15014 SST EXPOSED N/A 2 1200 NOT PAINTED INSULATE PIPING

FORCE MAIN FM ALL 15004 CLDI BURIED 150, H 100 75 UNDER BUILDING AND WITHIN 10 FT OF FOOTING

FORCE MAIN FM ALL 02612 PVC BURIED 150, H 100 75 AS CALLED OUT ON DRAWINGS

FORCE MAIN FM ALL 02619 HDPE BURIED 150, H 100 75 AS CALLED OUT ON DRAWINGS

RAW SEWAGE RS <2.5 15020 PVC EXPOSED 150, H 100 75 GRAY (SW4031) LIFT STATION PIPING

RAW SEWAGE RS ALL 15004 CLDI EXPOSED / BURIED 150, H 100 75 GRAY (SW4031) LIFT STATION PIPING

SANITARY SEWER SAN ALL 02611 PVC BURIED 5, H ATM 75

VENT V ALL 15030 PVC EXPOSED / BURIED 5, H ATM 75 GRAY (SW4031)

WATER, POTABLE W1 <2.5 15018 CU BURIED/EXPOSED 100, H 60 75 SAFETY BLUE (SW 4086) INSULATE EXPOSED PIPING
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LOUVERS
PLAN DESIGNATION

40-L-01 40-L-02

MANUFACTURER

GREENHECK GREENHECK

MODEL

ESK-402 ESK-402

CONSTRUCTION TYPE

INTAKE EXHAUST

MATERIAL

ALUMINUM ALUMINUM

CFM

11,339 11,000

SIZE WIDTH

72" 72"

HEIGHT

72" 72"

DEPTH

4" 4"

MAX FREE AREA VELOCITY - FPM

689 689

MAX PRESSURE DROP - IN WC

0.08 0.08

FINISH

KYNAR KYNAR

REMARKS

1, 2 1, 2

DIFFUSERS AND GRILLES
EQPT TAG MANUFACTURER MODEL REMARKS

A CONTRACTOR FABRICATED - 1" x 1" STAINLESS STEEL SCREENING WITH STAINLESS STEEL FRAMED BORDER

ELECTRIC CONTROL DAMPERS
EQPT TAG MANUFACTURER MODEL BLADE CONFIGURATION SIZE LOCATION REMARKS

40-D-01 TAMCO SERIES 9000 PARALLEL 72" x 72" 40-L-01 1,2

40-D-02 TAMCO SERIES 9000 PARALLEL 72" x 72" 40-L-02 1,2

ELECTRIC UNIT HEATER
EQPT TAG MANUFACTURER MODEL KW CFM MOTOR ELECTRICAL OPERATING

WEIGHT

REMARKS

HP RPM AMPS VOLTS/PHASE

EUH-01 QMARK MUH05-41 5 350 1/100 1600 6 27 LBS 1, 2, 3

EUH-02 QMARK MUH05-41 5 350 1/100 1600 6 27 LBS 1, 2, 3
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